Facility Summary in Hill County in the City of Havre

Location: BN HAVRE RAIL YARD
235 Main St
Havre, MT 59501-3523 Hill

Facility Code: 22426
Last Inspected On: 07/06/2020

System Facility 1D:21-09548 Operating Permit Renewal Date: 08/26/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: BNSF Railway Company Fort Worth 8173332000

Operator Contact: Tavita Masau;Tim Christianson 4069394254;7736002860

Owner/Operator: BNSF Railway Company Fort Worth

Doran Loftus, UST Class B Global Operator
Dwayne Whitaker, UST Class B Operator
Ed Hill, UST Class B Operator

Tavita Masau, UST Class A Operator

Tavita Masau, UST Class B Global Operator
Tim Christianson, UST Class A Operator
Tom Swinney, UST Class B Operator

Tank Installed

Steel - Terminal

Tank Age 18 Date 01/22/2004 Tank Material Concrete Piping Material Piping Overfill Types
n Piping Installed Tank Piping
Tag Number 4877 Spill Test Date Date Construction Construction None AST Yes
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe Terminal Piping
Product Diesel PLLD Test Date Test Date 06/16/2020 Leak Detection Detection Annual Line Test Vapor Recovery No
. ) . Continuous
Capacity 640000 ATG Test Date Line Tightness — 55,05/5019 Secondary Tank secondary Pipe o ciitia| Energy Act No
Test Date Leak Detection Detection S
Monitoring
Overfill Test Date ATG Type
LTG5 S24 Tank Age 18 -ISZ?&L( Ttz 01/22/2004 Tank Material Concrete Piping Material gfre)lenlg Terminal Overfill Types
””””””””””””””” o oo Pipinglnstalled ~ Tank  Piping . e g
Tag Number 4878 Spill Test Date Date Construction Construction None AST Yes
Currently in Sump Tightness Catastrophic L.D . - !
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe Terminal Piping
Product Diesel PLLD Test Date Test Date 06/16/2020 Leak Detection Detection Annual Line Test Vapor Recovery No

Report Created: 11/1/2022

Page [1] of [23]



Continuous

Line Tightness Secondary Tank Secondary Pipe

Capacity 640000 ATG Test Date Test Date 08/02/2019 Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring

Overfill Test Date ATG Type
Tank Code 22 Tank Installed - Cathodically - . - . .

Tank Age 29 Date 06/21/1993 Tank Material Protected Steel Piping Material No Piping Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 506 Spill Test Date Date - Double-Walled oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D . . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Not Listed CP Met Types Current
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe
Product Oil, Waste PLLD Test Date Test Date 06/16/2020 Ler Daicsiom Monitoring Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe

Capacity 20000 ATG Test Date Test Date Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
Facility Summary in Hill County in the City of Havre

Location: CIRCLE K STORE 2746272
200 1st St W
Havre, MT 59501 Hill

Facility Code: 22350
Last Inspected On: 09/09/2020

System Facility ID:21-08068 Operating Permit Renewal Date: 12/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rocky Mountain Oil LLC 6027288000
Operator Contact: Veronica Rivera

Owner/Operator: Rocky Mountain Oil LLC

Brad Lee, UST Class B Global Operator

Jeff Reed, UST Class B Global Operator

Veronica Rivera, UST Class A Operator
TankCode 01 ...~ Tank Installed oo I Cathodically | = N 1. - e

Tank Age 0 Date Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 3013 Spill Test Date Date - oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 11/11/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -

Product Gasoline PLLD Test Date 09/09/2020 Test Date 09/09/2020 Leak Detection Gauging 0.2 Detection :\;]I)er:i?gtrliﬁlg Vapor Recovery Yes
Capacity 12000 ATG Test Date .Il‘.glset gg’tgmess 11/12/2020 SRR TRl SEelnlEy P ELLD 0.2 Energy Act Yes
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Leak Detection

Detection
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Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco

EMC;Veeder
Root/8484 Series
PLLD

Cathodically B .
10/01/1985 Protected Steel Flexible Plastic Ball Float Valve

Electronic Line Impressed
Leak Detector Current

) Continuous
Automatic Tank Interstitial Yes

Gauging 0.2 Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically
10/01/1985 Protected Steel

Flexible Plastic Ball Float Valve

Electronic Line Impressed
Leak Detector Current

. Continuous
Automatic Tank Interstitial Yes

Gauging 0.2 Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically . .
10/01/1985 Protected Steel Flexible Plastic Ball Float Valve

Currently in Electronic Line Impressed
Leak Detector Current

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Diesel 09/09/2020 09/09/2020
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Hill County in the City of Havre

Overfill Test Date ATG Type

Location: EMPORIUM FOOD AND FUEL
1415 1st St
Havre, MT 59501 Hill

Facility Code: 22461
Last Inspected On: 03/29/2022

System Facility ID:21-12763 Operating Permit Renewal Date: 06/30/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Duck Inn Inc 4062654200

Operator Contact: Jonathan Wells;Tami Carlson 2178718699;4062658861

Owner/Operator: Duck Inn Inc

Jonathan Wells, UST Class A Operator
Rick Carlson, UST Class B Global Operator
Tami Carlson, UST Class A Operator

Tank Code 01 Tank Installed . Fiberglass . : Fiberglass g )
Tank Age 30 Date 08/01/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 2971 Spill Test Date 05/12/2020 Date S oSG None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Diesel PLLD Test Date 05/12/2021 Test Date Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe

Capacity 12000 ATG Test Date 09/06/2022 Test Date 03/21/2022 Leak Detection Detection Energy Act No
Franklin Fueling
Systems/TS-
LS500 E
Series;Franklin

Overfill Test Date 09/06/2022 ATG Type Fueling

Systems/TS-
LS500
Series;Other/Othe
r

Ll 02 Tank Age 30 EZ?('; Ttz 08/01/1992 Tank Material Fiberglass Piping Material Fiberglass Overfill Types High Level Alarm
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Reinforced Plastic
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09/06/2022

Location: EZZIES CENEX CARDTROL
33 1st St
Havre, MT 59501 Hill

Report Created: 11/1/2022

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500
Series;Other/Othe
r

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500
Series;Other/Othe
r

Fiberglass Fiberglass
Reinforced Plastic Reinforced Plastic

High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500
Series;Other/Othe
r

Facility Summary in Hill County in the City of Havre

System Facility ID:21-07467

Facility Code: 22339
Last Inspected On: 09/10/2020

Operating Permit Renewal Date: 01/07/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331
Owner/Operator: Ezzies Wholesale Inc
David Skiff, UST Class A Operator
Jimmy Kimberling, UST Class B Operator
TankCode 08 ...~ Tank Installed o o0 ek vare I Fiberglass | ™= N T I .
Tank Age 25 Date 06/01/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 538 Spill Test Date 09/10/2020 Date 08/27/2008 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  ObM2Z0%0  testpae Leak Detection _ Gauging0.2 ___ Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 4000 ATG Test Date Test Date 09/10/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date  09/10/2020 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 09 Tank Installed . Fiberglass A ; : : q .
Tank Age 25 Date 06/01/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 539 Spill Test Date 09/10/2020 Date 08/27/2008 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestbate  ObM2Z0%0  testpae Leak Detection _ Gauging0.2 ___ Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 4000 ATG Test Date Test Date 09/10/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Gilbarco-Veeder
Overfill Test Date  09/10/2020 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 10 Tank Installed . Fiberglass - . . . . .
Tank Age 25 Date 06/01/1997 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 540 Spill Test Date  09/10/2020  FiPing Installed 5,575,000 UL gl Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction
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Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

06/28/1997 Reinforced Plastic

Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

06/28/1997 Reinforced Plastic

Flexible Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass

06/01/1997 Reinforced Plastic

Flexible Plastic

Currently in Electronic Line
Leak Detector

Automatic Tank

Diesel 05/12/2020 Gauging 0.2

ELLD 0.2
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. ) . Continuous
Line Tightness Secondary Tank Secondary Pipe Interstitial

Test Date Leak Detection Detection Monitoring
Gilbarco-Veeder

ROOt/TLS-

350/Gilbarco EMC

Facility Summary in Hill County in the City of Havre

Overfill Test Date  09/10/2020 ATG Type

Location: EZZIES WHOLESALE HAVRE
726 1st St W
Havre, MT 59501-3418 Hill

Facility Code: 22460
Last Inspected On: 03/29/2022

System Facility ID:21-12751 Operating Permit Renewal Date: 07/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331
Owner/Operator: Ezzies Wholesale Inc
David Skiff, UST Class A Operator
Jimmy Kimberling, UST Class B Operator
Tank Code | o ] Tank Installed oo oo N Cathodically | I Fiberglass |~ I o
Tank Age 30 Date 07/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 878 Spill Test Date  05/12/2021  FIPing Installed Es RELT. None AST No
Date Construction Construction
Temporarily Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Solvents PLLD Test Date Test Date 03/29/2022 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OSA2202L  Testpate C9RUZS  LeakDetection Detection” .
Overfill Test Date  05/12/2021 ATG Type Gilbarco/EMC
Tank Code 02 Tank Installed - Cathodically - . Fiberglass . .
Tank Age 30 Date 07/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 879 Spill Test Date  05/12/2021  FIPing Installed Es RELT. None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/12/2021 Test Date 05/11/2022 Lerk Daicsiiom Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 05/12/2021 Test Date 08/29/2007 Leak Detection Detection Energy Act No
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Gilbarco/EMC

Overfill Test Date 05/12/2021 ATG Type Basic
LRl SCEtelels 03 Tank Age 30 Eg?el:( Tl fze 07/01/1992 Tank Material g?ottheocczxiacc?”S);eel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 880 Spill Test Date  05/12/2021 Ei‘,ft?g i lze (T:";‘)':]kstruction E?ri]';?ruc“on AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Eg:ktrggitg(l:‘tigf Piping Type CP Met Types Galvanic
Product Diesel PLLD TestDate  05/12/2021  Jan</PIPING CF - 55/5/2057 T T é‘;ﬁj’;ﬁ;g?”k Prinary Pipe Vapor Recovery  No
Capacity 12000 ATG Test Date  05/12/2021 #L"S? Eigt';t”ess 08/29/2007 fgglc(’ rllade?:e{ Jg‘;‘k gg‘t’é’;idoar:y RS Energy Act No

Overfill Test Date  05/12/2021 ATG Type Cilbarco/EMC
Tank Code 04 Tank Age 30 -ISZ?(IE( iz e 07/01/1992 Tank Material gra(::]eoc(:iecslls%eel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 881 Spill Test Date  05/12/2021 Ei‘,ft?g i lze (T:";‘)':]kstruction E?ri]';?ruc“on AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Eg:ktrggitg(l:‘tigf Piping Type CP Met Types Galvanic
Product Gasoline PLLD TestDate  05/12/2021  Jan</PIPING CF - 55/5/2057 T T é‘;ﬁj’;ﬁ;g?”k Prinary Pipe Vapor Recovery  No
Capacity 12000 ATG Test Date  05/12/2021 #L"S? Eigt';t”ess 08/29/2007 fgglc(’ rllade?:e{ Jg‘;‘k gg‘t’é’;idoar:y RS Energy Act No

Overfill Test Date  05/12/2021 ATG Type Cilbarco/EMC
Tank Code 05 Tank Age 30 -ISZ?(IE( iz e 07/01/1992 Tank Material gra(::]eoc(:iecslls%eel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 882 Spill Test Date  05/12/2021 Eiaptigg iz e (T:?;kstruction Eg’ri]';?mction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Eg:ktrggitg(l:‘tigf Piping Type CP Met Types Galvanic
Frowet | owane | PUPTStOMe |0 jeiode’ 0% fesbuesien Gungoz pseelon' "0 | S R
Capacity 12000 ATG Test Date  05/12/2021 #L"S? Eigt';t”ess 08/29/2007 fgglc(’ rllade?:e{ Jg‘;‘k gg‘t’é’;idoar:y RS Energy Act No

Overfill Test Date  05/12/2021 ATG Type Sllbarco/EMC
Tank Code 06 Tank Age 30 -ISZ?(IE( iz e 07/01/1992 Tank Material gra(::]eoc(:iecslls%eel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 883 Spill Test Date  05/12/2021 Eiaptigg iz e (T:?;kstruction Eg’ri]';?mction AST No
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _?;é:sggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type CP Met Types Galvanic
moet oo pubTenoms  sni  TWEBNOCP i, Pimaimk  wonaioran Fmavee oo, o [

Report Created: 11/1/2022
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Line Tightness

Secondary Tank

Secondary Pipe

B | ATGTestbate  OSA2P02L  Testpate 092007 LeakDetection Detection” .
Overfill Test Date  05/12/2021 ATG Type Cilbarco/EMC
Tank Code 07 Tank Installed : Cathodically - . Fiberglass . .
Tank Age 30 Date 07/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 884 Spill Test Date  05/12/2021  HPing Installed VEmE Pl None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Dt R e Y < Ui ciic RN 0 R
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 05/12/2021 Test Date 03/29/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OSAZ202L  Testpate COSI200T  LeakDetection Detection” .
Overfill Test Date  05/12/2021 ATG Type Gilbarco/EMC
Tank Code 08 Tank Installed : Cathodically - . Fiberglass . .
Tank Age 30 Date 07/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 885 Spill Test Date  05/12/2021  HPing Installed VEmE Pl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 05/12/2021 Test Date 05/11/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OSA2P02L  Testpate COSf200T  LeakDetection Detection” .
Overfill Test Date  05/12/2021 ATG Type Gilbarco/EMC

Location: HAVRE 1 TOWN PUMP
136 1st StW
Havre, MT 59501 Hill

Facility Summary in Hill County in the City of Havre

Basic

System Facility 1D:21-08705

Facility Code: 22359

Last Inspected On: 07/13/2021

Operating Permit Renewal Date: 09/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Havre 1 Town Pump LLC

4064976700

Operator Contact: Daniel Sampson;Trent Biggers

Owner/Operator: Havre 1 Town Pump LLC

Daniel Sampson, UST Class A Operator

Daniel Sampson, UST Class B Global Operator

Report Created: 11/1/2022

Page [10] of [23]



Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

Report Created: 11/1/2022

07/13/2021

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350
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Reinforced Plastic

Continuous
Interstitial
Monitoring;Statisti
cal Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring;Statisti
cal Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring; Statisti
cal Inventory
Reconciliation




Tank Code 06 Tank Installed . Fiberglass . . Fiberglass .
Tank Age 33 Date 11/15/1989 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 2475 Spill Test Date 09/01/2021 Date 07/25/2014 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . : .
Tank Status Use MLLD Test Date Test Date 07/13/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Continuous
. . Statistical . . Interstitial
Product Diesel PLLD Test Date 06/20/2022 ¥22tkg’;?;ng G E;gaéﬁtzi?iﬁn Inventory ggtrzgtri);rli’lpe Monitoring;Statisti VVapor Recovery No
Reconciliation cal Inventory
Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/20/2022 Test Date 01/29/2015 Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 07/13/2021 ATG Type ROOUTLS-350
Tank Code 07 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 8 Date 08/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5510 Spill Test Date 07/13/2021 Date 07/25/2014 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - ! .
Tank Status Use MLLD Test Date Test Date 07/13/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date 06/20/2022 $22tk{§;$;ng ap Eéﬂatr))étzirt]ilgn Interstitial B:Qgtri)(l)slpe Interstitial Vapor Recovery No
Monitoring Monitoring
: q Statistical . Statistical
Capacity 6000 ATG Test Date 06/20/2022 !I_'Iens? 'IE')lgtgtness 01/29/2015 Egglc() %de?;):;ggrr:k Inventory giggcnt(ijoar:y e Inventory Energy Act Yes
Reconciliation Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/13/2021 ATG Type ROOUTLS-350
Tank Code 08 Tank Installed - Fiberglass . . Fiberglass .
Tank Age 8 Date 08/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5514 Spill Test Date 07/13/2021 Date 07/25/2014 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/13/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel, Dyed PLLD Test Date 06/20/2022 $22tk{§;$;ng ap Eéﬂatr))étzirt]ilgn Interstitial B:Qgtri)(l)slpe Interstitial Vapor Recovery No
Monitoring Monitoring
" n Statistical : Statistical
Capacity 15000 ATG Test Date  06/20/2022 #'e"s": E‘gtgt”ess 01/29/2015 fg;‘(’ ’I‘Ddei}(’:ggﬂk Inventory gg‘t’gc”t‘ijoar:y Pipe | ventory Energy Act No
Reconciliation Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/13/2021 ATG Type ROOUTLS-350
Tank Code 09 ) . Flapper
Tank Installed n Fiberglass . - Fiberglass " o
Tank Age 8 Date 08/01/2014 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xﬁ};ll\r/r?{ngh Level
Tag Number 5515 Spill Test Date Piping Installed  ;/>5/514 UL Double-Walled  IPING Double Walled  AST No

Report Created: 11/1/2022

Date

Construction

Construction

Page [12] of [23]



Sump Tightness 02/04/2015 Catastrophic L.D  Electronic Line

Test Date Type 3.0 Leak Detector
Continuous
- . Interstitial ; . Statistical
DEF (Not Tank/Piping CP Primary Tank L eaney  PTIMary Pipe
Product PLLD Test Date ; Monitoring;Statisti : Inventory Vapor Recovery No
Regulated) Test Date Leak Detection cal Inventory Detection Reconciliation
Reconciliation
. ) . Continuous
Capacity 6000 ATG Test Date L2 T =53 Secondary '!'ank Secondary e Interstitial Energy Act No
Test Date Leak Detection Detection Monitoring

Overfill Test Date ATG Type
Facility Summary in Hill County in the City of Havre

Location: HILL COUNTY JUSTICE CENTER
1450 2nd St W
Havre, MT 59501-3497 Hill

Facility Code: 30561
Last Inspected On: 10/28/2021

System Facility ID:56-13886 Operating Permit Renewal Date: 11/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Hill County Commissioners 4062655481

Operator Contact: Daryl Anez;Joseph Smith;Richard Ricci 4062623467;4069451497

Owner/Operator: Hill County Commissioners

Daryl Anez, UST Class A Operator

Daryl Anez, UST Class B Global Operator
Daryl Anez, UST Class B Operator

Joseph Smith, UST Class A Operator
Joseph Smith, UST Class B Operator

Mike Winchell, UST Class B Global Operator
Richard Ricci, UST Class A Operator
Richard Ricci, UST Class B Global Operator

LSS0l st Tank Age 24 BZ?: Tl fze 07/20/1998 Tank Material Concrete Piping Material Steel Overfill Types
Fovie: - o R Ppngmsaed o oy | T
9 P Date Construction Construction
Chase
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe 3-Year Line
PIEE T Diesel FILEDEE PR Test Date Leak Detection Detection Tightness Test VEIZEIF REERNET
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Overfill Test Date

Location: STROMBERGS SINCLAIR
1200 1st St

Line Tightness
Test Date

10/28/2021

Secondary Tank
Leak Detection

ATG Type

Facility Summary in Hill County in the City of Havre

Facility Code: 22209

Secondary Pipe
Detection

Continuous
Interstitial
Monitoring

Last Inspected On: 08/14/2019

Havre, MT 59501-3802 Hill System Facility 1D:21-02166 Operating Permit Renewal Date: 12/12/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Stromberg Sinclair 4062653441
Operator Contact: Todd O'Leary 4062623441
Owner/Operator: Stromberg Sinclair
Todd O'Leary, UST Class A Operator
Todd O'Leary, UST Class B Operator
TenkGode —os | TakAge s Tankinstalled 03011000 [ankMaterial | FUS995S  pining aterial  Flexible Plasic  (Overfill Types  Ball loat Valve
Tag Number 3965 Spill Test Date Eiap;i:g Ltz -(rt?)%kstruction Ei(?rzg?ruction Double Walled AST No
Tank Status Stsj‘rerently in MLLD Test Date _SrggzpDZtightness _(I_?;’t)éés;rlgphic L2 Eézcktrggitceé‘tigf Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date iggtkg;?;ng ep E;ma&tz?itn é:ts)gr?r?gti%.Tzank [P)ggg{%ﬁipe ELLD 0.2 Vapor Recovery No
Capacity 12000 ATG Test Date ‘I}iens? Ei;;tl;tness f:glc() %de?;)éggqu ngé’;?oar:y RIEE ﬁ?er]rt_é':iltji_glljs Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring = .
Overfill Test Date ATG Type (églsjiacrcolEMC
LSSt 09 Tank Age 23 EZ?: i fe 03/01/1999 Tank Material Ei;i;glrizz Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 3966 Spill Test Date giapiieng st lze -(I;?)?wkstruction Eic?lig?ruction Double Walled AST No
Tank Status Sggrently in MLLD Test Date _Srggs%';ghtness .?;:)nggphic i Eézcktrgzitzgonf Piping Type Pressurized CP Met Types Non-corrodible
DR .. ] T Frmany Tane vt ok PV EBE (0o, vaprRaey e
Capacity 8000 ATG Test Date -I|_':3nSet ggtgt”ess fg;?%de":%ggﬂk gee(t:eocnt(ijoar:y Pipe ﬁ,i%%ﬁ%:;s Energy Act No
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Overfill Test Date ATG Type Gilbarco/EMC

Basic
LSS0l 10 Tank Age 23 BZ?: Tl fze 03/01/1999 Tank Material Eigiirfglr?:zsd Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 3967 Spill Test Date Ei‘,ﬂi:g i lze -(I;?)T(struction Ei(%g?ruction Double Walled AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Elazcktrgr;itce(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
| e one LedDeteeion__ GaugngoZ  Deteeton’C1P02  NaporRecowy o
Capacity 4000 ATG Test Date Deieises Secondary Tank Secandaly Fipe .;i;ttgt"; Energy Act o

. Gilbarco/EMC
Overfill Test Date ATG Type Basic

Facility Summary in Hill County in the City of Havre

Location: ZIP TRIP 48
911 11th StW
Havre, MT 59501 Hill

Facility Code: 22169
Last Inspected On: 05/17/2021

System Facility 1D:21-00089 Operating Permit Renewal Date: 06/27/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Sean Hurley;Tom Savas 5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Luci Tuttle, UST Class B Operator

Sean Hurley, UST Class A Operator
Tom Savas, UST Class A Operator

UES(Eet 03 Tank Age 11 EZ?; i 12 10/01/2011 Tank Material Ei;?l:‘%lr?:zsd Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 5341 Spill Test Date 00202021 pbing Installed 51550, Lk  ion Double-Walled — gbind Double Walled  AST No
Tank Status Sggrently in MLLD Test Date _Sr:;?%;'tightness _(I_Z;It)aes;rlgphic = Eéeaclfrgzitce(l:‘tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date $22tk g’;ﬂng ep Eég?(agétzac?ilgn I(?lct):rt_isrt]iltji_grs [P)gg; ca:ltri)(/) rl:ipe ﬁ?g:;Til:igrs Vapor Recovery No

Monitoring Monitoring
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Page [15] of [23]



Line Tightness

Secondary Tank

Automatic Tank

Secondary Pipe

Test Date Leak Detection Gauging 0.2 Detection
Gilbarco/EMC
5 Basic;Gilbarco-
Overfill Test Date ATG Type Veeder ROOVEMC
Basic
Tank Code 04 Tank Installed : Fiberglass . . . ) .
Tank Age 11 Date 10/01/2011 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank K Piping
Tag Number 5342 Spill Test Date 09/29/2021 Date 10/11/2011 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Gasoline PLLD Test Date $:2tkg3;':;ng ar Egt:l.rllal%t-gi?ilgn Interstitial gg{gg{%g'pe Interstitial Vapor Recovery No
Monitoring Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco/EMC
n Basic;Gilbarco-
Overfill Test Date ATG Type Veeder ROOGYEMC
Basic
Tank Code 05 Tank Installed . Fiberglass A ; : : q
Tank Age 11 Date 10/01/2011 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
Tag Number 5343 Spill Test Date 09/29/2021 Date 10/11/2011 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous 5 n Continuous
Product Diesel PLLD Test Date iggf{g’;{’éng €p E;gllagétzac?ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Capacity 6000 ATG Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Energy Act Yes
Gilbarco/EMC
. Basic;Gilbarco-
Overfill Test Date ATG Type Veeder ROOIEMC
Basic
Facility Summary in Hill County in the City of Havre
Location: ZIP TRIP 49 Facility Code: 22170
1004 1st St Last Inspected On: 06/12/2019

Havre, MT 59501 Hill System Facility 1D:21-00103 Operating Permit Renewal Date: 12/04/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701
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Operator Contact: Jim Alford;Sean Hurley;Tom Savas 5095357701;5095367418

Owner/Operator: CHS Inc Spokane Valley

Alex Henson, UST Class B Global Operator
Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Luci Tuttle, UST Class B Operator

Sean Hurley, UST Class A Operator

Tom Savas, UST Class A Operator

04 Fiberglass . .
05/01/2013 Reinforced Plastic Flexible Plastic Flapper Valve

5405 11/27/2012 Double-Walled Double Walled No
Currently in Electronic Line ; .
Use 05/01/2013 Leak Detector Pressurized Non-corrodible

Continuous Continuous
Gasoline Interstitial Interstitial No

Monitoring Monitoring
12000 Automatic Tank ELLD 0.2 Yes

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

05 Fiberglass . .
05/01/2013 Reinforced Plastic Flexible Plastic Flapper Valve

5406 11/27/2012 Double-Walled Double Walled No
Currentlyin ime.r . SumpTightness ... Electronic Line g oo . [ o
Use 05/01/2013 Leak Detector Pressurized Non-corrodible

Continuous Continuous
Gasoline Interstitial Interstitial No

Monitoring Monitoring
6000 Automatic Tank ELLD 0.2 Yes

Gauging 0.2
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Gilbarco-Veeder

Root/TLS-
350;Gilbarco-
. Veeder Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Ro0t/8484 Series
PLLD
Tank Code 06 Tank Installed - Fiberglass . . . . .
Tank Age 9 Date 05/01/2013 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 5407 Spill Test Date 07/06/2020 Date 11/27/2012 - Double-Walled oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 05/01/2013 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous n n Continuous
Product Diesel PLLD Test Date i:gtkg:;?éng G Ezzﬂal:r))ét-(l;acrt]ilt()n Interstitial B:ggtri)(l)s'pe Interstitial Vapor Recovery No
Monitoring Monitoring
5 Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
- e - . Testbate Leak Detection _ Gauging 02 Detection o) - .
Gilbarco-Veeder
RooOt/TLS-
350;Gilbarco-
5 Veeder Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
Facility Summary in Hill County in the City of Hingham
Location: HINGHAM MOTORS LLC Facility Code: 22185
Central Ave & 1st St N Last Inspected On: 03/31/2017
Hingham, MT 59528 Hill System Facility 1D:21-00783 Operating Permit Renewal Date: 05/14/2020
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: D's Automotive &amp; Company 4064685457
Operator Contact: Robert Spicher 4063903171

Owner/Operator: D's Automotive & Company

Robert Spicher, UST Class A Operator
Robert Spicher, UST Class B Global Operator

Tank Code S06 Tank Installed

Tank Age 27 Date 07/25/1995 Tank Material Unknown Piping Material Flexible Plastic Overfill Types

Report Created: 11/1/2022 Page [18] of [23]



Continuous
Interstitial
Monitoring

Temporarily
Out of Use

Continuous
Interstitial
Monitoring

10/01/1998 Flexible Plastic

Continuous
Interstitial
Monitoring

Temporarily
Out of Use

Continuous
Interstitial
Monitoring

10/01/1998 Flexible Plastic

Continuous
Interstitial
Monitoring

Temporarily
Out of Use

Continuous
Interstitial
Monitoring

10/01/1998 Unknown Flexible Plastic

Continuous
Interstitial
Monitoring

Temporarily
Out of Use

Continuous
Diesel Deferred Interstitial
Monitoring
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

Overfill Test Date ATG Type

Facility Summary in Hill County in the City of Inverness

Location: FRASER OIL INC INVERNESS
125 Main St
Inverness, MT 59530 Hill

Facility Code: 22337
Last Inspected On: 11/03/2020

System Facility ID:21-07327 Operating Permit Renewal Date: 03/27/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Fraser Oil Inc

Operator Contact: Cory Fraser

Owner/Operator: Fraser Oil Inc

Cory Fraser, UST Class A Operator
Cory Fraser, UST Class B Operator

Tank Code 04 Tank Installed . Cathodically - - Fiberglass " .

Tank Age 30 Date 10/15/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1120 Spill Test Date 11/03/2020 g lusiizle UELTLS n Pl " None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000

Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/03/2020 Leel DeEsim Gauging 0.2 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe

R | ATGTestbate  WO2020  Testpate PAVE008  LeakDetection Detection” .

Overfill Test Date  11/03/2020 ATG Type Cilbarco/EMC
Tank Code 05 Tank Installed - Cathodically - . . .

Tank Age 30 Date 10/15/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm

. Piping Installed Tank Piping
Tag Number 1121 Spill Test Date 11/03/2020 Date ConsiEien SonSTEiem AST No
Currently in Sump Tightness Catastrophic L.D . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 11/03/2020 Leel DeEsim Gauging 0.2 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe

R | ATGTestbate  WOY2020  Testpate AR08 LeakDetection Detection” .

Overfill Test Date  11/03/2020 ATG Type Gilbarco/EMC

Basic
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Tank Code 06 Tank Installed 5 Cathodically fof : Fiberglass g h

Tank Age 30 Date 10/15/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1122 Spill Test Date  11/03/2020  Fiping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECCBUNNNEES 0 NN 000

Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Cocire NN | TestDate H/0302020  LeakDetection  Gaugng02  [Defection | .
. Line Tightness Secondary Tank Secondary Pipe

Capacity 1000 ATG Test Date 11/03/2020 Test Date 12/11/2008 Leak Detection Detection Energy Act No

Overfill Test Date  11/03/2020 ATG Type Gilbarco/EMC

Basic
Facility Summary in Hill County in the City of Rudyard

Location: FARMERS UNION OIL CO RUDYARD
1 Main St
Rudyard, MT 59540 Hill

Facility Code: 22239
Last Inspected On: 09/07/2022

System Facility ID:21-03509 Operating Permit Renewal Date: 09/28/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Farmers Union Oil Co Rudyard 4063554543

Operator Contact: Cory Tollefson;Farmers Union Oil Co Rudyard 4064430382;4063554543

Owner/Operator: Farmers Union Oil Co Rudyard

Cory Tollefson, UST Class A Operator
Cory Tollefson, UST Class B Global Operator

Tank Code S4 Tank Installed . - - Fiberglass .
Tank Age 56 Date 04/23/1966 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank Piping
Tag Number 947 Spill Test Date Date Construction Construction Double Walled AST Yes
) . ; Continuous
Tank Status Currently in MLLD Test Date BT | IAEsS 07/11/2019 crimsienie LY Interstitial Piping Type Pressurized CP Met Types
Use Test Date Type 3.0 Monitori
onitoring
L . . . Continuous
) Tank/Piping CP Primary Tank Primary Pipe "
Product Diesel PLLD Test Date Test Date Leak Detection Detection Inter;tltl_al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 09/07/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
Ll S5 Tank Age 56 EZ?('; Ttz 04/23/1966 Tank Material Bare Steel Piping Material Fiberglass Overfill Types
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Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Fiberglass
04/23/1966 Reinforced Plastic

Bare Steel

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

09/07/2022
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Location: TONERS TIRE RAMA
103 Main St

Rudyard, MT 59540 Hill

Facility Summary in Hill County in the City of Rudyard

System Facility 1D:21-02475

Facility Code: 22212

Last Inspected On: 03/30/2022

Operating Permit Renewal Date: 09/24/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: C &amp; H Tires Inc

Operator Contact: Rick Pester;Robert Toner 4063554131
Owner/Operator: C & H Tires Inc
Rick Pester, UST Class A Operator
Rick Pester, UST Class B Operator
Robert Toner, UST Class A Operator
Tank Code o5 ] Tank Installed ... oo oo I Fiberglass o I Fiberglass |~ N .
Tank Age 25 Date 11/01/1997 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| Spil Testbate  0SBOZO% pae Construction Construction MM D oo
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
Product Diesel PLLD Test Date Test Date 04/14/2016 Leel DeEsim Gauging 0.1 BT Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
I | ATGTestDate 03302022 Testpate Leak Detection Detection .
Overfill Test Date 05/11/2022 ATG Type Other/
Tank Code 06 Tank Installed . Fiberglass - - Fiberglass " .
Tank Age 25 Date 11/01/1997 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
| e Spil Testbate  0SBOZO% pae Construction Construction MM D oo
Currently in Sump Tightness Catastrophic L.D . Amf : . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank Primary Pipe
I coiiie DN | TestDaie CU14I2018  LeakDetection  Gauging01  Detestion e
n Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date 03/30/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date 05/11/2022 ATG Type Other/




